
238129 - VRV OUTDOOR UNIT SCHEDULE

MARK
WEIGHT

(LBS)

UNIT DIMENSIONS

LOCATION EER/IEER COP
COOLING

CAP.
(MBH)

HEATING

CAP.
(MBH)

ELECTRICAL DATA
BASIS OF DESIGN 

(MITSUBISHI)
NOTES

LENGTH WIDTH HEIGHT VOLTS/PH. MCA MOCP 

HRCU-1 646 48-7/8" 29-3/16" 71-5/8" ROOF 11.0 / 23.1 3.43 144.0 160.0 208/3 52 80 TURYP1443AN40AN HEAT RECOVERY

HRCU-2 576 48-7/8" 29-3/16" 71-5/8" ROOF 12.8/25.5 3.88 96.0 108.0 208/3 33 50 TURYP0963AN40AN HEAT RECOVERY

HRCU-3 576 48-7/8" 29-3/16" 71-5/8" ROOF 12.8/25.5 3.88 96.0 108.0 208/3 33 50 TURYP0963AN40AN HEAT RECOVERY

HRCU-4 576 48-7/8" 29-3/16" 71-5/8" ROOF 12.8/25.5 3.88 96.0 108.0 208/3 33 50 TURYP0963AN40AN HEAT RECOVERY

238239 - ELECTRIC HEATER SCHEDULE

MARK QTY
WEIGHT

(LBS)
TYPE CFM KW

ELECTRICAL DATA
BASIS OF DESIGN REMARKS

VOLTS/PH AMPS MOCP

EWH-A 3 26 ELECTRIC WALL HEATER 175 1.5 120/1 12.5 15 MARKEL E3323TD-RP (1)(2)

EUH-A 3 26 ELECTRIC UNIT HEATER 400 2.5 208/1 11.9 15 MARKEL 5100 (2)

NOTES:

     1.  PROVIDE SURFACE MOUNT FRAME.

     2.  PROVIDE INTEGRAL THERMOSTAT & CONTROLLER.

AIR DISTRIBUTION SCHEDULE

MARK QTY TYPE
CFM 

RANGE
CONN. 
SIZE

NECK 
SIZE

FACE
SIZE

FINISH BASIS OF DESIGN REMARKS

S-1 LINEAR BAR GRILLE
SEE 

DRAWINGS
SEE 

DRAWINGS
SEE 

DRAWINGS
SEE 

DRAWINGS
WHITE PRICE LBP 15B / 1000 / A (1)(4)

S-2 LINEAR SLOT 0-230 8" 48x1.5 48x1.5 WHITE PRICE AS215 / 1 / 21 / XX 

S-3 PLAQUE FACE 
SEE 

DRAWINGS
SEE 

DRAWINGS
SEE 

DRAWINGS
23.75x23.75 WHITE PRICE ASPD

S-4
CEILING DIFFUSER 

(DIRECTIONAL)
0-100

4", 5, 6"
SEE DWGS

6x6 9x9 WHITE PRICE LCMD '(1)(3)

R-1
LOUVERED FACE 
FILTER RETURN

SEE 
DRAWINGS

SEE 
DRAWINGS

SEE 
DRAWINGS

SIZE+1.75 WHITE PRICE 635FF (1)(4)

E-1
LOUVERED FACE 

EXHAUST
SEE 

DRAWINGS
SEE 

DRAWINGS
SEE 

DRAWINGS
SIZE+1.75 WHITE PRICE 635FF (1)(4)

NOTES:

   1.  SURFACE MOUNT BORDER WITH COUNTERSUNK SCREWHOLES IN FACE OF GRILLE.

   2.  FRONT BLADES PARALLEL TO SHORT DIMENSION.

   3.  PROVIDE WITH MULTI SHUTTER DAMPER.

   4.  FRONT BLADES PARALLEL TO LONG DIMENSION

   5.  PROVIDE PLASTER FRAME FOR GYP CEILING INSTALL.

237433 - DEDICATED OUTSIDE AIR UNIT SCHEDULE

MARK LOCATION

UNIT DIMENSIONS

EER IEER

SUPPLY FAN EXHAUST FAN ENTHALPY WHEEL ENERGY RECOVERY COOLING COIL HOT GAS REHEAT NATURAL GAS FURNACE ELECTRICAL

FILTERS BASIS OF DESIGN REMARKS
LENGTH WIDTH HEIGHT

WEIGHT
LBS.

AIRFLOW 
(CFM)

ESP
(IN WC)

MOTOR 
(HP)

TYPE
AIRFLOW 

(CFM)
ESP

(IN WC)
MOTOR 

(HP)
TYPE

SUPPLY EXHAUST
EFF.
(%)

TOTAL 
CAP (MBH)

EAT (°F) LAT (°F) TOTAL 

CAP. 
(MBH)

EAT (°F) LAT (°F)
INPUT 

CAP (MBH)

OUTPUT 
CAP (MBH)

EAT (°F) LAT (°F)

VOLT/PH MCA MCOPEAT (°F)
DB/WB

LAT (°F)
DB/WB

APD 
(IN WC)

EAT (°F)
DB/WB

LAT (°F)
DB/WB

APD 
(IN WC)

DB/WB DB/WB
DB/WB DB/WB

DB DB

OAU-1 ROOF 110" 96.5" 56.8" 3,500 10.8 N/A 2800 0.8 2 PLENUM 1300 0.8 1 PLENUM

SUMMER CONDITIONS

82%
195.9 (T)
105.5 (S)

86.8/73.7 52.7/52.6 75 52.7 77.5 200 160 39.5 92.5 208/3 85.2 125

WHEEL OA - 2" MERV 8 
(3)18x24x2

WHEEL EA - 2" MERV 8 
(3)18x24x2

UNIT - 2" MERV 13
(4) 20x20x2

VALENT 
VXE-112-36D-15I-G-D1

CONSTANT 
VOLUME UNIT

95/80 86.8/73.7 0.47 75.0/63.5 91.8/77.6 0.44

WINTER CONDITIONS

20/16.6 39.5/33.9 0.47 72/55.9 28.1/24.4 0.44

   NOTES:

     1.  PROVIDE VFD'S FOR SUPPLY & EXHAUST FANS.  

     2.  PROVIDE SINGLE POINT POWER CONNECTION TO UNIT WITH MAIN DISCONNECT.

     3.  LEAVING AIR TEMPERATURE IS LEAVING THE COIL, NOT INCLUDING FAN HEAT.

     4.  PROVIDE UNIT WITH HORIZONTAL DUCT CONNECTIONS.   

     5.  PROVIDE FACTORY INSTALLED CONTROLLER THAT COMMUNICATES WITH THE BUILDING AUTOMATION SYSTEM VIA BACNET MSTP PROTOCOL.

     6.  PROVIDE 2"MERV 13 FILTERS FOR OUTDOOR AIRSTREAM, 2" MERV 8 FILTERS FOR EXHAUST AIRSTREAM. ENSURE FACE VELOCITY ACROSS FILTER SECTION DOES NOT EXCEED 300 FPM. 

     7.  PROVIDE UNIT WITH MODULATING HOT GAS REHEAT FOR HUMIDITY CONTROL.

     8.  PROVIDE UNIT WITH DOUBLE WALL INSULATED PANELS.

     9.  PROVIDE UNIT WITH VARIABLE SPEED OR DIGITAL SCROLL COMPRESSORS.

     10.  PROVIDE UNIT WITH MODULATING GAS FURNACE (MINIMUM 5:1 TURNDOWN)

233400 - FAN SCHEDULE

MARK QTY
WEIGHT

(LBS)
LOCATION SERVICE TYPE CFM

EXT.
S.P.

FAN MOTOR
DRIVE SONES BASIS OF DESIGN REMARKS

RPM HP VOLTS/PH.

EF-A 40 10 RESTROOM RESTROOM EXHAUST CEILING 50 0.25 2516 26W 115/1 DIRECT 0.4 BROAN AE80 (1)

EF-1 PUMP ROOM PUMP ROOM INLINE 500 0.25 860 1/8 115/1 DIRECT 3.1 GREENHECK SQ-120-C

EF-2 1 30 ROOF TRASH EXHAUST RISER ROOF 250 0.25 1061 1/15 115/1 DIRECT 4.3 GREENHECK G-070-VG (3)(4)(8)

EF-3 1 20 ROOF ELEVATOR MACH RM ROOF 75 0.25 1381 1/15 115/1 DIRECT 2.8 GREENHECK G-060-VG (3)(4)(8)

SPF-1 1 240 1ST FLOOR STAIR PRESSURIZATION INLINE 7500 0.35 1770 2 208/3 DIRECT 26 GREENHECK AX-63-160-0426 (2)(6)(7)(9)

NOTES:

     1.  FAN CONTROLLED BY LOCAL SWITCH PROVIDED BY ELECTRICIAN. 

     2.  FAN TO BE POWERED BY GENERATOR.

     3.  PROVIDE 16"H ROOF INSULATED ROOF CURB.

     4.  PROVIDE WITH SPEED CONTROLLER TO BALANCE FAN AIRFLOW

     5.  PROVIDE STATIC PRESSURE SENSOR IN DUCT & FAN SPEED CONTROLLER TO MODULATE AIRFLOW IN DUCT BASED ON PRESSSURE SENSOR SETPOINT.  

     6.  PROVIDE MOTORIZED DAMPER INTERLOCKED TO OPEN WITH FAN.  

     7.  FAN TO BE CONTROLLED BY FIRE ALARM SYSTEM TO OPERATE DURING FIRE EVENT.

     8.  FAN TO RUN CONTINOUSLY

     9.  PROVIDE FAN WITH REVERSIBLE AIRFLOW TO BE USED TO AID WITH SMOKE REMOVAL AFTER A FIRE EVENT.  

233733 - MECHANICAL LOUVER SCHEDULE

MARK SERVICE BLADE ORIENT. SIZE
ROUGH 

OPENING
FREE AREA CFM S.P. COLOR FLANGED BASIS OF DESIGN REMARKS

L-1 PUMP ROOM EXHAUST VERTICAL 18x18 18.5x18.5 0.8 500 0.07 TBD YES GREENHECK EHV-501D

L-2 PUMP ROOM EXHAUST VERTICAL 18x18 18.5x18.5 0.8 500 0.07 TBD YES GREENHECK EHV-501D

L-3 TRASH ROOM INTAKE VERTICAL 18x12 18.5x12.5 0.4 250 0.07 TBD YES GREENHECK EHV-501D

NOTES:

233723 - GRAVITY VENT SCHEDULE

MARK WEIGHT WIDTH LENGTH HEIGHT TYPE CFM SP (IN WC) THROAT AREA BASIS OF DESIGN REMARKS

GV-1 80 36" 51" 33" RELIEF 4000 0.15 5.2 GREENHECK FGR-22x34 (1)(2)(3)(4)

GV-2 80 36" 51" 33" RELIEF 4000 0.15 5.2 GREENHECK FGR-22x34 (1)(2)(3)(4)

     NOTES:

     1.  PROVIDE 14" HIGH ROOF CURB, 120V MOTORIZED DAMPER.

     2.  PROVIDE BAROMETRIC RELIEF DAMPER SET AT 0.15"WC.

     3   PROVIDE WITH INTEGRAL BIRDSCREEN

     4.  UNIT TO BE HIGH WIND RATED WITH CURB ASSEMBLY.

238129 - VRF BRANCH CONTROLLER SCHEDULE

MARK
WEIGHT

(LBS)

UNIT DIMENSIONS

# PORTS

ELECTRICAL DATA
BASIS OF DESIGN 

(MITSUBISHI)
NOTES

LENGTH WIDTH HEIGHT VOLTS/PH. MCA MOCP

BS-1 150 44-11/16" 21-1/2" 9-7/8" 16 208/1 1.6 15 TCMBM1016JA11N4 HRCU-1

BS-2 109 35-7/8" 21-1/2" 9-7/8" 12 208/1 1.3 15 TCMBG1012SJ11N4 HRCU-2

BS-3 109 35-7/8" 21-1/2" 9-7/8" 12 208/1 1.3 15 TCMBG1012SJ11N4 HRCU-3

BS-4 109 35-7/8" 21-1/2" 9-7/8" 12 208/1 1.3 15 TCMBG1012SJ11N4 HRCU-4

238129 - VRF INDOOR UNIT SCHEDULE

MARK QTY
WEIGHT

(LBS)

UNIT DIMENSIONS

TYPE

CFM

ESP.
COOLING 

CAP. (MBH)
HEATING 

CAP. (MBH)

ELECTRICAL DATA
ACCESS 
PANEL

BASIS OF DESIGN 
(MITSUBISHI)

NOTES
WIDTH DEPTH HEIGHT MIN MAX VOLTS/PH. MCA MOCP

FCU-A 8 42 31-1/8" 27-9/16" 7-7/8"
DUCTED CONCEALED 

LOW STATIC
176 247 0.2 6.0 6.7 208/1 0.52 15 A TPEFYP006MS140C (1)(2)(3)

FCU-B 16 42 31-1/8" 27-9/16" 7-7/8"
DUCTED CONCEALED 

LOW STATIC
194 317 0.2 8.0 9.0 208/1 0.62 15 A TPEFYP008MS140C (1)(2)(3)

FCU-C 8 54 39" 27-9/16" 7-7/8"
DUCTED CONCEALED 

LOW STATIC
282 388 0.2 15.0 17.0 208/1 0.69 15 B TPEFYP015MS140C (1)(2)(3)

FCU-D 8 54 39" 27-9/16" 7-7/8"
DUCTED CONCEALED 

LOW STATIC
353 529 0.2 18.0 20.0 208/1 0.88 15 B TPEFYP018MS140C (1)(2)(3)

FCU-E 2 102 55-1/8" 27-9/16" 9-7/8"
DUCTED CONCEALED 

HIGH STATIC
918 1306 0.4 48.0 54.0 208/1 4.4 15 N/A TPEFYP047MA144A (1)(2)(3)

FCU-F 1 25 30-7/16" 9-11/32" 11-25/32"
DUCTED CONCEALED 

HIGH STATIC
141 237 0.8 8.0 9.0 208/1 0.2 15 N/A TPKFYP008LM140A (1)(2)

   NOTES: ACCESS PANEL:

   1.  PROVIDE WIRED ZONE CONTROLLERS (SIMPLE MA TAC-YT53CRAU-J). A - 58x30 - BAUCO PLUS II OR EQUAL

   2.  PROVIDE FACTORY INSTALLED CONDENSATE PUMP. B - 65x30 - BAUCO PLUS II OR EQUAL

   3. PROVIDE FACTORY HANGING AND ISOLATION KIT.
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DN

DN

OFF 2

OFF 3

OFF 4

OFF 5

OFF 6

OFF 1

OFF 8

OFF 9

OFF 10

OFF 7

OFF 11

ELEC.

0' - 0" (PROJECT ELEVATION)

B.O.H.

-2' - 0"

4' - 3"

REFUSE

-1' - 4"

PUMP

-1' - 4"

DLVR.
(30X60)

DESK
(30X66)

CAB
(24X66)

PREP.
(24X60)

PREP.
(30X60)

STOR.
(24X60)

STOR.
(24X60)

BAGS
(30X60)

STOR.
(30X30)

PANTRY

CMU BREEZE BLOCK WALL

CMU BREEZE BLOCK WALL

PERMEABLE PAVING SYSTEM

CONCRETE DRIVE AISLE

STRUCTURAL STEEL COLUMNS ENCLOSED 
W/ METAL FRAMING, GWB, AND STUCCO

CONCRETE ADA RAMP

UP

BUILT-IN MILLWORK BENCH BUILT-IN MILLWORK WALL

BUILT-IN MILLWORK WALL

BUILT-IN COMMUNAL COUNTER

RECEPTION COUNTER

FOOD SERVICE COUNTER

OFFICE

LOBBY

MEN'S

WOMEN'S

1

1

1

2

2

2

2

2

3

WATER AND GAS P.O.E. EQUIPMENT 
(INCLUDES PAD-MOUNTED B.F.E. AND 
GAS METER AND REGULATOR)

AP-31

AP-32

TRASH

AP-33

AP-34

PF-31

PF-32

PF-21

PF-21

AP-35

AP-36

AP-37

AP-38

TRASH

PF-33

PF-34

PF-24

PF-26

AP-27

AP-27

PF-22

PF-22

PF-23

PF-23OFF-STREET LOADING

G

K

K

K

L

M

N

O O

O

P

P

AP-28

AP-28

AP-28

UPUP

TL-01

TL-01

TL-01

PA-01

PA-02

PC-01

24' - 6" (N.A.V.D.)

FIRE EXTING-
UISHER CAB.

ELEV.

DN

DN

DN

C
611

0

C
611

0

C
611

0

F
610

0

C
422

2

PARKING

2'-0" RISE / 39'-2" RUN = 1/20

UP

1

2

3

4

5

0

6

0.5

A B C D E F G H

4.1

1.11

D.5

0.6

5.9

5.10

5.11

5.13

5.14

5.16

5.17

5.18

5.5

3.3

2.7

FCU-F
1-3

TPKFYP008LM140A

EF-1

18"x18"
L-1

18"x18"
L-2

18"x12"
L-3

EUH-A

EUH-A

EUH-A

EWH-A

AD

EWH-A

3

REPRESENTS A WATER

METER/BACKFLOW CLOSET

3 4

3 4

3 4

FD

10"x10"
E-1

250

10X10 UP TO EF-2 ON ROOF

T

3

2

2

3

EWH-A

FS FS

FSD @ 2ND FLOOR SLAB

EF-A

AD

10"ø OA

FD

(400 OA)

FCU-E
1-2

TPEFYP047MA144A

S-1

(300)

36x4

S-1

(300)

36x4

20"x20"
R-1

300

20"x20"
R-1

300

S-1

(300)

36x4

10" RA

8"ø
S-3

200

8"ø
S-3

200

22"x22"
R-1

400

8"ø SA

8"ø SA

8" SA

10" RA

8" SA

8"ø SA

8"ø SA

WC

COORDINATION NOTE:

DUCT EXPOSED TO GET BELOW BEAM

FD

20"x20"
R-1

600

S-1

(400)

36x4
S-1

(400)

36x4
S-1

(400)

36x4

20"x20"
R-1

600

14" RA

14"ø RA

6"ø
S-3

100

FCU-E
1-1

TPEFYP047MA144A

6"ø EA

EF-A

EF-A

8"ø SA
8"ø SA

8"ø SA8"ø SA

8"ø SA
8"ø SA

4"ø EA

COORDINATION NOTE: THE DUCT & PIPING IN THE EGRESS

PATH WILL NEED TO BE SEPARATED BY A RATED ENCLOSER

22"x22"
R-1

100

8" RA
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M-101

FLOOR PLAN - 1ST

FLOOR - HVAC

3500 ST.

CHARLES

05/13/22

1/4" = 1'-0"
1

M-101 - FLOOR PLAN - 1ST FLOOR -
HVAC

COORDINATION NOTES:

FLOOR TO FLOOR HEIGHT: 15'-0"

FLOOR TO BOTTOM OF STRUCTURE: 12'-2" ABOVE LOBBY 

SLAB.

CEILING HEIGHT VARIES

1

2

3

4

GENERAL NOTES:

REFER TO LIFE SAFETY PLANS FOR LOCATIONS OF ALL FIRE 

RATED WALLS & PARTATIONS. ALL PENETRATIONS THROUGH 

FIRE RATED WALLS & SMOKE PARTATIONS SHALL BE 

PROTECTED IN ACCORDANCE WITH THE INTERNATIONAL 

BUILDERS CODE - 2015 EDITION.

AREAS ABOVE CEILINGS ARE NOT USED AS A RETURN AIR 

PLENUM UNLESS NOTED OTHERWISE.

ALL DUCT DIMENSIONS ARE INSIDE CLEAR.

ALL SUPPLY, RETURN & OUTSIDE AIR DUCTWORK SHALL BE 

INSULATED WITH R-6, 2" DUCTWRAP. EXHAUST DUCT SHALL 

BE UNINSULATED.

COORDINATE ALL LOCATIONS OF DEVICES IN CEILING WITH 

ARCHITECTURAL RCP PRIOR TO INSTALLATION.

ALL THERMOSTATS TO BE INSTALLED 48" AFF. INITIAL 

SETPOINTS FOR THERMOSTATS TO BE 75° IN COOLING MODE 

& 70° IN HEATING MODE.

PROVIDE ACCESS PANELS (BAUCO PLUS II OR EQUAL) UNDER 

FAN COIL UNITS WITH SIZES AS NOTED BELOW:

FCU-A:  58x30

FCU-B:  65x30

REFERENCE NOTES:

        SUSPEND UNIT FROM STRUCTURE ABOVE & PROVIDE

        LINED SUPPLY & RETURN PLENUMS WITH ROUNDS TAPS 

        AS SHOWN. ROUTE 1" PVC CONDENSATE DRAIN

        INSULATED WITH 3/4" ELASTROMERIC INSULATION TO

        HUB DRAIN WITH AIR GAP.

        FIRE PUMP VENTILATION CONTROL: TURN FAN ON WHEN

        SPACE TEMPERATURE EXCEEDS 85° USING LINE

        VOLTAGE THERMOSTAT. INTERLOCK MOTORIZED

        OUTDOOR AIR LOUVER TO OPEN WHEN FAN IS

        EHTERGISED. TURN OFF FAN & CLOSE OA DAMPER

        WHEN ROOM SETPOINT DROPS BELOW 80°. FAN TO BE

        ON EMERGENCY POWER AND OPERABLE IN A FIRE

        ALARM EVENT.

        ELECTRIC HEATER CONTROL: ELECTRIC WALL HEATER TO

        BE CONTROLLED VIA INTERNAL THERMOSTAT &

        CONTROLS TO MAINTAIN A 55° SETPOINT.

        INSTALL ELECTRIC UNIT HEATER ABOVE 24x24 ACCESS

        PANEL IN GARAGE FOR FREEZE PROSTECTION OF FIRE

        MAIN & DOMESTIC WATER PIPING.

6/10/22

ALL CHANGES OR ADDITIONAL WORK MUST BE APPROVED BY THE HDLC
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AMENITY

37' - 8" 5' - 0" 10' - 2" 5' - 0" 28' - 5" 7' - 5"

ELEC. / L.V.

93' - 8"

REFERENCE A-103 FOR HATCHED AREA.REFERENCE A-103 FOR HATCHED AREA.

AP-04

AP-03 AP-02

PF-07

PF-05

AP-21
AP-23 AP-22AP-22

PF-09
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M-102

FLOOR PLAN - 2ND

FLOOR - HVAC

3500 ST.

CHARLES

05/13/22

1/4" = 1'-0"
1

M-102 - FLOOR PLAN - 2ND FLOOR -
HVAC

COORDINATION NOTES:

FLOOR TO FLOOR HEIGHT: 10'-9".

FLOOR TO BOTTOM OF STRUCTURE: 10'-3".

CEILING HEIGHT VARIES.

REFERENCE NOTES:

SUSPEND UNIT FROM STRUCTURE ABOVE & PROVIDE

LINED SUPPLY & RETURN PLENUMS WITH ROUNDS TAPS 

AS SHOWN. ROUTE 1" PVC CONDENSATE DRAIN

INSULATED WITH 3/4" ELASTROMERIC INSULATION TO

HUB DRAIN WITH AIR GAP.

GENERAL NOTES:

REFER TO LIFE SAFETY PLANS FOR LOCATIONS OF ALL FIRE 

RATED WALLS & PARTATIONS. ALL PENETRATIONS THROUGH 

FIRE RATED WALLS & SMOKE PARTATIONS SHALL BE 

PROTECTED IN ACCORDANCE WITH THE INTERNATIONAL 

BUILDERS CODE - 2015 EDITION.

AREAS ABOVE CEILINGS ARE NOT USED AS A RETURN AIR 

PLENUM UNLESS NOTED OTHERWISE.

ALL DUCT DIMENSIONS ARE INSIDE CLEAR.

ALL SUPPLY, RETURN & OUTSIDE AIR DUCTWORK SHALL BE 

INSULATED WITH R-6, 2" DUCTWRAP. EXHAUST DUCT SHALL 

BE UNINSULATED.

COORDINATE ALL LOCATIONS OF DEVICES IN CEILING WITH 

ARCHITECTURAL RCP PRIOR TO INSTALLATION.

ALL THERMOSTATS TO BE INSTALLED 48" AFF. INITIAL 

SETPOINTS FOR THERMOSTATS TO BE 75° IN COOLING MODE 

& 70° IN HEATING MODE.

PROVIDE ACCESS PANELS (BAUCO PLUS II OR EQUAL) UNDER 

FAN COIL UNITS WITH SIZES AS NOTED BELOW:

FCU-A:  58x30

FCU-B:  65x30

6/10/22

ALL CHANGES OR ADDITIONAL WORK MUST BE APPROVED BY THE HDLC

09-16

22
depmurphy
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M-103

FLOOR PLAN - 3RD

FLOOR - HVAC

3500 ST.

CHARLES

05/13/22

1/4" = 1'-0"
1

M-103 - FLOOR PLAN - 3RD FLOOR -
HVAC

COORDINATION NOTES:

FLOOR TO FLOOR HEIGHT: 10'-9".

FLOOR TO BOTTOM OF STRUCTURE: 10'-3".

CEILING HEIGHT VARIES.

REFERENCE NOTES:

SUSPEND UNIT FROM STRUCTURE ABOVE & PROVIDE

LINED SUPPLY & RETURN PLENUMS WITH ROUNDS TAPS 

AS SHOWN. ROUTE 1" PVC CONDENSATE DRAIN

INSULATED WITH 3/4" ELASTROMERIC INSULATION TO

HUB DRAIN WITH AIR GAP.

GENERAL NOTES:

REFER TO LIFE SAFETY PLANS FOR LOCATIONS OF ALL FIRE 

RATED WALLS & PARTATIONS. ALL PENETRATIONS THROUGH 

FIRE RATED WALLS & SMOKE PARTATIONS SHALL BE 

PROTECTED IN ACCORDANCE WITH THE INTERNATIONAL 

BUILDERS CODE - 2015 EDITION.

AREAS ABOVE CEILINGS ARE NOT USED AS A RETURN AIR 

PLENUM UNLESS NOTED OTHERWISE.

ALL DUCT DIMENSIONS ARE INSIDE CLEAR.

ALL SUPPLY, RETURN & OUTSIDE AIR DUCTWORK SHALL BE 

INSULATED WITH R-6, 2" DUCTWRAP. EXHAUST DUCT SHALL 

BE UNINSULATED.

COORDINATE ALL LOCATIONS OF DEVICES IN CEILING WITH 

ARCHITECTURAL RCP PRIOR TO INSTALLATION.

ALL THERMOSTATS TO BE INSTALLED 48" AFF. INITIAL 

SETPOINTS FOR THERMOSTATS TO BE 75° IN COOLING MODE 

& 70° IN HEATING MODE.

PROVIDE ACCESS PANELS (BAUCO PLUS II OR EQUAL) UNDER 

FAN COIL UNITS WITH SIZES AS NOTED BELOW:

FCU-A:  58x30

FCU-B:  65x30

6/10/22

ALL CHANGES OR ADDITIONAL WORK MUST BE APPROVED BY THE HDLC

09-16

22
depmurphy



REFERENCE A-103 FOR HATCHED AREA.REFERENCE A-103 FOR HATCHED AREA.
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M-104

FLOOR PLAN - 4TH

FLOOR - HVAC

3500 ST.

CHARLES

05/13/22

1/4" = 1'-0"
1

M-104 - FLOOR PLAN - 4TH FLOOR -
HVAC

COORDINATION NOTES:

FLOOR TO FLOOR HEIGHT: 10'-9".

FLOOR TO BOTTOM OF STRUCTURE: 10'-3".

CEILING HEIGHT VARIES.

REFERENCE NOTES:

SUSPEND UNIT FROM STRUCTURE ABOVE & PROVIDE

LINED SUPPLY & RETURN PLENUMS WITH ROUNDS TAPS 

AS SHOWN. ROUTE 1" PVC CONDENSATE DRAIN

INSULATED WITH 3/4" ELASTROMERIC INSULATION TO

HUB DRAIN WITH AIR GAP.

GENERAL NOTES:

REFER TO LIFE SAFETY PLANS FOR LOCATIONS OF ALL FIRE 

RATED WALLS & PARTATIONS. ALL PENETRATIONS THROUGH 

FIRE RATED WALLS & SMOKE PARTATIONS SHALL BE 

PROTECTED IN ACCORDANCE WITH THE INTERNATIONAL 

BUILDERS CODE - 2015 EDITION.

AREAS ABOVE CEILINGS ARE NOT USED AS A RETURN AIR 

PLENUM UNLESS NOTED OTHERWISE.

ALL DUCT DIMENSIONS ARE INSIDE CLEAR.

ALL SUPPLY, RETURN & OUTSIDE AIR DUCTWORK SHALL BE 

INSULATED WITH R-6, 2" DUCTWRAP. EXHAUST DUCT SHALL 

BE UNINSULATED.

COORDINATE ALL LOCATIONS OF DEVICES IN CEILING WITH 

ARCHITECTURAL RCP PRIOR TO INSTALLATION.

ALL THERMOSTATS TO BE INSTALLED 48" AFF. INITIAL 

SETPOINTS FOR THERMOSTATS TO BE 75° IN COOLING MODE 

& 70° IN HEATING MODE.

PROVIDE ACCESS PANELS (BAUCO PLUS II OR EQUAL) UNDER 

FAN COIL UNITS WITH SIZES AS NOTED BELOW:

FCU-A:  58x30

FCU-B:  65x30

6/10/22

ALL CHANGES OR ADDITIONAL WORK MUST BE APPROVED BY THE HDLC

09-16

22
depmurphy



REFERENCE A-103 FOR HATCHED AREA.REFERENCE A-103 FOR HATCHED AREA.
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M-105

FLOOR PLAN - 5TH

FLOOR - HVAC

3500 ST.

CHARLES

05/13/22

1/4" = 1'-0"
1

M-105 - FLOOR PLAN - 5TH FLOOR -
HVAC

COORDINATION NOTES:

FLOOR TO FLOOR HEIGHT: 10'-9".

FLOOR TO BOTTOM OF STRUCTURE: 10'-3".

CEILING HEIGHT VARIES.

REFERENCE NOTES:

SUSPEND UNIT FROM STRUCTURE ABOVE & PROVIDE

LINED SUPPLY & RETURN PLENUMS WITH ROUNDS TAPS 

AS SHOWN. ROUTE 1" PVC CONDENSATE DRAIN

INSULATED WITH 3/4" ELASTROMERIC INSULATION TO

HUB DRAIN WITH AIR GAP.

GENERAL NOTES:

REFER TO LIFE SAFETY PLANS FOR LOCATIONS OF ALL FIRE 

RATED WALLS & PARTATIONS. ALL PENETRATIONS THROUGH 

FIRE RATED WALLS & SMOKE PARTATIONS SHALL BE 

PROTECTED IN ACCORDANCE WITH THE INTERNATIONAL 

BUILDERS CODE - 2015 EDITION.

AREAS ABOVE CEILINGS ARE NOT USED AS A RETURN AIR 

PLENUM UNLESS NOTED OTHERWISE.

ALL DUCT DIMENSIONS ARE INSIDE CLEAR.

ALL SUPPLY, RETURN & OUTSIDE AIR DUCTWORK SHALL BE 

INSULATED WITH R-6, 2" DUCTWRAP. EXHAUST DUCT SHALL 

BE UNINSULATED.

COORDINATE ALL LOCATIONS OF DEVICES IN CEILING WITH 

ARCHITECTURAL RCP PRIOR TO INSTALLATION.

ALL THERMOSTATS TO BE INSTALLED 48" AFF. INITIAL 

SETPOINTS FOR THERMOSTATS TO BE 75° IN COOLING MODE 

& 70° IN HEATING MODE.

PROVIDE ACCESS PANELS (BAUCO PLUS II OR EQUAL) UNDER 

FAN COIL UNITS WITH SIZES AS NOTED BELOW:

FCU-A:  58x30

FCU-B:  65x30

6/10/22

ALL CHANGES OR ADDITIONAL WORK MUST BE APPROVED BY THE HDLC

09-16

22
depmurphy



ELEVATOR OVERRUN BULKHEAD

SHIP STAIR ACCESS ROOF HATCH 
(MFG: ACUDOR, PROD: RHA OR RHG)

OPEN

OPEN

OPEN

ROOF HIGH-POINT

TPO ROOF MEMBRANE ON 
TAPERED INSULATION

TPO ROOF MEMBRANE ON 
TAPERED INSULATION

1/4" PER 12" SLOPE ROOF LOW-POINT 1/4" PER 12" SLOPEROOF HIGH-POINT

O.R.D.

R.D.

O.R.D.

R.D.

O.R.D.

R.D.

60' - 0"

60' - 0"

60' - 0"

58' - 8 1/4"

1

2

3

4

5

0

6

0.5

A B C D E F G H

4.1

1.11

D.5

0.6

5.9

5.10

5.11

5.13

5.14

5.16

5.17

5.18

5.5

3.3

2.7

OAU-1

3500#

WC

WC

HRCU-1

TURYP01443AN40A

HRCU-3

TURYP0963AN40A

HRCU-4

TURYP0963AN40A

HRCU-2

TURYP0963AN40A

EF-3

SPF-1
30"x24" SA

18x18 DN THROUGH 

ROOF INTO STAIRWAY

GV-2GV-1

EF-2

28"x13" EA

28"x13" OA

UNIT TO SIT ON CUSTOM CURB ADAPTER

TO ALLOW FOR ACCESS FOR SERVICING

4Ø DN TO 2ND & 4TH 

FLOOR FOR DRYER

DN TO 1ST FL

TRASH ROOM

GENERATOR

1229 SAINT THOMAS ST., SUITE B

NEW ORLEANS, LA 70130
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336 N. NORMAN C. FRANCIS PKWY.

NEW ORLEANS, LA 70119

T: 504.488.1317

E: J_JUNEAU@MMI-ENG.COM

CIVIL / STRUCTURAL ENGINEER:

MMI CONSULTING ENGINEERS

716 LITTLE FARMS AVE.

METAIRIE, LA 70003

T: 504.738.3061

E: WHUMPHRES@PONTMECH.COM

MEP ENGINEER / CONTRACTOR:

PONTCHARTRAIN MECHANICAL

3739 FLORIDA AVE.

KENNER, LA 70065

T: 504.461.8030

E: BCAMBAS@CAMBASELECTRIC.COM

ELECTRICAL ENGINEER / CONTRACTOR:

CAMBAS ELECTRIC INC

1903 HANCOCK ST.

GRETNA, LA 70053

T: 504.383.0597

E: ERICD@JEFFERSONSPRINKLER.COM

JEFFERSON SPRINKLER INC

SPRINKLER ENGINEER / CONTRACTOR:

06/10/22 ISSUED FOR PERMIT
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NOTE:  THE INFORMATION CONTAINED IN THIS DOCUMENT IS PROPRIETARY TO PONTCHARTRAIN MECHANICAL CO., 
INC.  THE DOCUMENT MAY NOT BE DISCLOSED, DUPLICATED, OR USED FOR ANY PURPOSE, IN WHOLE OR IN PART, 
WITHOUT THE PRIOR WRITTEN CONSENT OF PONTCHARTRAIN MECHANICAL CO., INC.

PoNCE
PoNCE, LLC

2520 METAIRIE LAWN DR.

METAIRIE, LA 70002
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6
/1

0
/2

0
2
2
 5

:4
1
:1

8
 P

M
B

IM
 3

6
0
:/
/3

5
0
0
 S

t. 
C

h
a

rl
e
s 

A
ve

./3
5
0
0

 S
T

 C
H

A
R

L
E

S
 A

V
E

_
M

E
C

H
_

R
2
0
.r

vt

M-106

FLOOR PLAN - ROOF -

HVAC

3500 ST.

CHARLES

05/13/22

1/4" = 1'-0"
1

M-106 - FLOOR PLAN - ROOF - HVAC

6/10/22

ALL CHANGES OR ADDITIONAL WORK MUST BE APPROVED BY THE HDLC

All roof-mounted equipment should be
installed on as low-profile platforms

as possible and installed such that all
equipment, platforms, conduit, etc.

are minimally visible from all
surrounding public rights of way, TYP

09-16

22
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